GUTIER CENTER STREET
FLOWLINE PIPE TRENCH RIGHT-OF-WAY

/\FSEE PLAN | 2’ TYPICAL

S —
I o
R

x

NATIVE BACKFILL COMPACTED TO

90% RELATIVE AT MAXIMUM DRY
DENSITY, EXCEPT AS MODIFIED BY
_ SPECIAL PROVISION.
§ 95% WHEN IN STREET R/W.
*
| METALLIC PIPE IDENTIFIER TAPE.
3
- | _— SELECT MATERIAL COMPACTED TO
A 85% RELATIVE DENSITY.
— L
-..k
.- |/ TRENCH ZONE COMPACTED TO
85% MIN. RELATIVE DENSITY.

EXCAVATE TO CLEAR PIPE BELL ——‘{ "

MIN. MIN.

PIPE 0.D. 12"-24"

* 42" MINIMUM FOR 12" DIAMETER MAINS & SMALLER
48" MINIMUM FOR LARGER THAN 12” DIAMETER PIPE
*,G" MINIMUM FOR MAINS LESS THAN 12° DIAMETER
12" MINIMUM FOR MAINS 12" DIAMETER AND GREATER
NOTES:

1) WATER MAIN SHALL BE LOCATED 2' FROM RIGHT—OF—WAY WHEN POSSIBLE.

2) IN PAVED AREA MINIMUM COVER SHALL BE MEASURED FROM LOWEST GUTTER
FLOWLINE GRADE.

3) IN PAVED AREAS, SPECIFICATIONS FOR STREET STRUCTURAL SECTION, OR
PAVEMENT PATCHING SPECIFICATION SHALL SUPERCEDE BACKFILL AND
COMPACTION STATED.

WATER RESOURCES DEPARTMENT
CITY OF BAKERSFIELD, CALIFORNIA

STANDARD PIPE TRENCH

APPROVED: ’/[?/Zz % ;\2///{3 é;;//j /Z(;/é PLATE NQW_ 1

MANAGER — WATER RESOURCES DEPARTMENT DATE REV. 1—-9-09




#4 REBAR

EDUCE]
THRUST BLOCK SCHEDULE
BEARING AREA IN SQUARE FEET
PIPE | TEE OR | 90ELL | 45ELL |22 1/2° ELL| CROSS VALVE
SIZE | PLUG
4"-8" 3 4 2 2 1.5 EA. 3.0
8" 5 7 4 2 3.0 EA. 5.5
10 8 11 (] 3 4.5 EA. 9.0
12" 11 16 8 4 6.5 EA. 13.0
NOTES: 16~ 16 23 13 7 8.0 EA. 16.0

1)

ALL VALVES, FITTINGS, AND DIRECTIONAL CHANGES ARE TO BE HELD IN PLACE

BY CONCRETE THRUSTS BLOCKS.

2) BEARING AREAS INDICATED ARE BASED ON ALLOWABLE SOIL PRESSURE OF 1500 PSF.
3) CONCRETE IS NOT TO BEAR AGAINST PIPE. THRUST BLOCK TO ONLY BE IN
CONTACT WITH FITTING.
4) THRUST BLOCKS SHALL BE POURED AGAINST UNDISTURBED SOIL.
5) JOINTS SHALL BE KEPT CLEAR OF CONCRETE.
6) THRUST BLOCKS SHALL BE CLASS "B CONCRETE HAVING A MINIMUM OF 5 SACKS
PORTLAND CEMENT (470 LBS./CY) & A MINIMUM ULTIMATE COMPRESSIVE STRENGTH OF 3000 psi.
WATER RESOURCES DEPARTMENT
CITY OF BAKERSFIELD, CALIFORNIA
THRUST BLOCK DETAIL
APPROVED: //} 7] 177 _ _ PLATE No.
¥ VP é//‘f/f@/é W—2
MANAGER — WATER RESOURCES DEPARTMENT “—/ DaTe___|REV. 3—22—16




PROPERTY LINE

2
TYPICAL

TEE

( _ _ i 0
() warer maw (8" Miv.) l_)

v

— — 7L HYDRANT (ATERAL _ — W_/ 90° FLANCED ELBOW

fRING TITE X FLANGED

BOLTED TO TEE

| ) w 6" GATE VALVE
6-0 FLANGED

I MINIMUM

PLAN VIEW

FIRE DEPARTMENT APPROVED
HYDRANT ASSEMBLY

CLOW 850 OR SIMILAR

WTH 2 1/2"¢ & 4"¢ OUTLETS.
SEE DETAIL W-3B FOR
LOCATIONS AT PARKWAYS.

@
CONCRETE PAD

VALVE BOX W/
AROUND VALVE BOX

C.0.8. LID-SEE
DETAIL W-12.

]
BOTTOM OF FLANGE ‘°|

I

{FINISHED GRADE
SISO

§
6" STD. BURY 2| -
WRAPPED IN 353 wooD
8 mil POLYWRAP ——" | +|C BLOCK
3 2 PLACES
CONCRETE THRUST BLOCK ——t— C Nl
PER DETAIL W-2 - | Ve > 1 7\
I
VA Lo/ AN 52 _/
6" FLANGED GATE H %
VALVE WITH RISER 4 TN _ﬂ_ REBAR
AND CAP. o884y FACH SIDE OF VALVE
CONCRETE THRUST BLOCK
PROFILE VIEW PER DETAIL W-2.

NOTE: 36" MINIMUM CLEAR SPACE SHALL BE MAINTAINED AROUND FIRE HYDRANTS.

WATER RESOURCES DEPARTMENT
CITY OF BAKERSFIELD, CALIFORNIA

FIRE HYDRANT ASSEMBLY

APPROVED: . PLATE No.
/0.7- /& W—3
MANAGER — WATER RESOURCES DEPARTMENT DATE REV. 9—13-16




|
\ CURB & GUTTER

-
-

_ COMMON PROPERTY LINE

/

— ALTERNATE FIRE HYDRANT
LOCATION AT MID—-BLOCK

STREET

CURB RAMP
TYPICAL

TYPICAL

AT COMMON PROPERTY LINE.

,/ —

— TYPICAL FIRE HYDRANT
LOCATION AT THE ECR
BEHIND BACK OF SIDEWALK.
SEE DETAIL W-3B, CASE "A”

PUBLIC UTILITY
EASEMENT (PUE)

\ TYPICAL
. % R

id

SIREEL

TYPICAL FIRE HYDRANT
LOCATION AT THE BCR
IN PLANTING STRIP. l
SEE DETAIL W-3B, CASE "B”

TYP. SIDEWALK —
TYP. PLANTING STRIP

< WATER [MAINS
o
2.4\

30" MIN.

cr-1re. |

'."'-}"5'-' IN PLANTING STRIP.
|| SEE DETALL W-38, CASE "B”

TYPICAL FIRE HYDRANT
LOCATIONS AT THE BCR OR ECR

CITY OF BAKERSFIELD,

'WATER RESOURCES DEPARTMENT

CALIFORNIA

TYP. WATER MAIN & FIRE HYDRANT LOCATIONS

APPROVED:

PLATE No.

W—3A

REV. 9—16—14




FIRE HYDRANT

PLANTING STRIP

SIDEWALK
=
CURB & GUTTER f
e
PAVING 7
B TR TR R A e S Rt VR 1=l ===l
St O ’%L '—_:_ G gt it - -L_i._"mj_ :J_l_l: ||:u ﬂ:
— # AIENHEE = [I=11= ===
pmy=li=ji=Ii=I) = =IEEREIEETEE
£ 2 g I=H=EN=EN= =| | |—] e T . .
:MED]E
COMPACTED EARTH ==l
=]=ll=
SEE DETAIL W—3 ||=Qﬁ_
FOR TIE=IN TO MAIN ==
CONCRETE b |

PLANTING STRIP
CURB & GUTIER

PAVING

THRUST BLOCK

CASE "A"
w 30" MIN, |
=
s CLEAR | %
S s
[y ]
® S
) FIRE HYDRANT i
2 X
g S
S 85
\ . SIDEWALK
© /
R | ([t iee B =11
papres el LT T T T
SN L -|:|||:||l§]ﬂ:||: = :|_||_: EI=N=EIENS
IEI=I =
= |: :m@:
COMPACTED i ﬁlz :Iﬁ_| | El
EARTH == == SEE DETAIL W-3
EHI@I: SEE FOR TIE—IN TO MAIN
CONCRETE = [T
THRUST BLOCK

I 1

CA

i
"Bﬂ'

WATER RESOURCES DEPARTMENT

CITY OF BAKERSFIELD, CALIFORNIA
FIRE HYDRANT AT PARKWAY
APPROVED: - 3! . 7 :1 ‘ " ] PLATE No.
it O B S/ /206 W—38
MANAGER — WATER RESOURCES DEPARTMENT #: i DATE REV. 9—16—14




2" BRASS ch\

2" BALL VALVE
JAMES JONES J—1943
OR EQUAL

CAST IRON
TRAFFIC LID
%

#4 REBAR/

2"x6” BRASS OR
BRONZE NIPPLE,
WRAP WITH 5 MIL.
TAPE

il

2" BRASS OR
BRONZE COUPLING N

2°x12" BRASS NIPPLE—_|

2" BRONZE
90° ELL

POUR AGAINST
UNDISTURBED OR
COMPACTED BACKFILL

6 »
TYPICAL

TOP OF CONCRETE PAD
(FINISH PAD 1/4” BELOW
QS???EET GRADE)
|

‘[~—— BROOKS #37 BOX
CONCRETE OR EQUAL

2" BRONZE GATE VALVE

2” BRASS NIPPLE
(TO FIT) WRAP WITH
5 MIL. TAPE

2"x12" BRASS
NIPPLE

WATER MAIN

RING TITE CAP

TAPPED FOR 2” PIPE
(BLOCK CAP WITH STANDARD
CONCRETE THRUST BLOCK)

WATER RESOURCES DEPARTMENT
CITY OF BAKERSFIELD, CALIFORNIA

BLOWOFF ASSEMBLY — PAVED AREA

APPROVED:

C} //‘/ /Z O/é PLATE No.

7 _DATE

GER_— WATER RESOURCES DEPARTMENT

W— 4

REV. 1—9—09
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WATER RESOURCES DEPARTMENT

CITY OF BAKERSFIELD,

CALIFORNIA

COMBINATION AIR VALVE

PLATE No.

W—5
REV. 1—27-11

=3
i

—

o

APPROVED:

C A’ﬂf/ Zo/ &

4

)]
/
MANAGER — WATER RESOURCES DEPAR

Lt

DATE

£

TMENT




MIIN FTH08d

X078 LSNYHL JLIYINOD

Jdid v d04 J3ddVi

= /._".‘qq %0078 LSNHHL 3LIJONOD
Ak

S~ 3ovs W 5 /M dvem

o3SIY T3S AW ¥

dvo 3Ll 9N
HIN0D ANV X08
K HIM IATVA 3LVO
= iy
BIX.9X.2 F .
privachd IAd NI .8 |
gooMazy S
™
M ‘
=
FEl] AR |
ﬂ..whl\: UYL3IA ¥3d aI
aNy X08 ATVA S
]

INVIGAH JdAL JNVHM b |\

‘NIW ,0-,02

CALIFORNIA

WATER RESOURCES DEPARTMENT
END OF LINE-BLOWOFF ASSEMBLY-UNPAVED AREA

CITY OF BAKERSFIELD,

PLATE No.

W—6

REV. 9—16—14
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WATER RESOURCES DEPARTMENT

CALIFORNIA

PIPE BORE & CASING DETAIL

CITY OF BAKERSFIELD,

PLATE No.

W—7/
REV. 1—8—09
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BACK OF = g2* b ME TERBOX—(SEE

SIDEWALK—————___ | /—TABLE BELOW)
H R

~SERVICE PIPE
(INSTALLED BY

» OTHERS)
METER TO BE SET

By CITY.
SHORT SIDE

)

ANGLE METER STOP

30"
MIN. COVER

LONG SIDE (NO SPLICES
PERMITTED IF LESS

THAN 100 FT.) =~ MAIN

1" TO 2" COPPER TUBING*

(AS SPECIFIED) ANGLE METER STOP

1” TO 2” COPPER
TUBING* (AS
SPECIFIED)

STEEL INSERT-

CORPORATION
STOP

DOUBLE STRAP SERVICE %
SADDLE, BRONZE OR
MALLEABLE IRON WITH
STAINLESS STEEL STRAPS
USE APPROVED SADDLE
FOR PVC PIPE.
45° (15° TOLERANCE)

* TUBING SHALL BE TYPE 'K”
COPPER IN ACCORDANCE WITH
ASTM B-88 & CITY SPECIFICATIONS.

LONG SIDE SERVICE SHORT SIDE SERVICE
METER SIZE METER BOX
,” 12°x17"—~CHRISTY CONCRETE
PRODUCTS, INC — NO. B-12.

" : 17 1/4"x30" CHRISTY CONCRETE
11/2° AND 2 PRODUCTS INC. — No. B—236.

NOTES:
1. THE LONG SIDE SERVICE FOR A 1" METER SHALL BE 1" COPPER TUBING AND A
1" METER STOP. ALL 1" TO 2" SHORT SIDE SERVICES SHALL BE OF COPPER TUBING.

2. ALL OTHER SERVICE SIZES SHALL INCORPORATE LIKE SIZES FOR CORPORATION STOPS,
COPPER TUBING, ANGLE METER STOPS, AND METER. ie., A 1—1/2" SHORT OR LONG SERVICE
SHALL CONSIST OF 1—1/2" COPPER TUBING, 1-1/2" METER STOP, AND 1-1/2" METER
(TO BE INSTALLED BY OTHERS).
3. A TRAFFIC RATED CONCRETE METER BOX IS REQUIRED WHEN SERVICE IS LOCATED IN DRIVEWAY SIDE.

4. TEMPORARY OR PERMANENT BACKFLOW PROTECTION DEVICE MAY BE REQUIRED FOR ANY SERVICE
CONNECTION AS DETERMINED BY WATER RESOURCES.

WATER RESOURCES DEPARTMENT
CITY OF BAKERSFIELD, CALIFORNIA

STANDARD SERVICE CONNECTION — 17 TO 27

APPROVED: < /7 - y PLATE No.
7 é//‘f 20/ é W—8
MANA_ER — WATER RESOURCES DEPARTMENT / ¥ DATE REV. 3—22—16
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REV. 9—16—14

PLATE No.

1/ oce

/7 7/ DATE

CALIFORNIA

===

7,

WATER SERVICE DETAIL

o

CES DEPARTMENT

-

3

Ay

& 6

WATER RESOURCES DEPARTMENT

L

CITY OF BAKERSFIELD,
MANAGER — WATER RESOUR

3!2, 4”’

N

APPROVED:




RT TEE — SIZE AS REQUIRED
GA rgl VALVE |
NOTE:
I VALVE TO BE LOCATED
; ON SAME SIDE OF STREET
) AS MAIN.
SERVICE PIPE’—
= | sz s reQD: 4” WHARF HYDRANT
§ OR
2” BLOWOFF PER
row—"1 & row—"1 DETAIL W—4
| < —f o
PLAN VIEW
FOR METER & BOX DETAIL
SEE PLATE No. W—-8 & W-9. | |
6”. 12" 6" / CONCRETE PAD
FINISHED GRADE #4 REBAR
— :::T f:""'_ ;
CAST IRON VALVE ksl 40 O |

BOX WITH LID
PER DETAIL W—12 ——_

RS

REDWOOD BLOCK
2"X6"°X18"

GATE VALVE *— EQUAL

VALVE BOX TO SURFACE
PER DETAIL W-12

TO SERVICE PIPE SIZE
RING TITE CAP

SERVICE ] = O B_
PIPE )
) ‘2'\“‘1 2) 44 REBAR
WATER MAIN A ANCHOR
SIZE CONCRETE CONC. THRUST BLOCK
ANCHOR PER PER DETAIL W—2.
DETAIL W—2

VALVE ANCHOR

XPIPE 0.D. GREATER THAN 12" REQUIRE BUTTERFLY VALVE

WATER RESOURCES DEPARTMENT
CITY OF BAKERSFIELD, CALIFORNIA

37 & LARGER TURNOUT

PLATE No.
W—10

REV. 9—16—14

I

Y,

~
i

APPROVED: W

MANAGER — WATER RESOURCES DEPARTMENT

c/a/ce/e

i DATE

£




PROPERTY LINES (P)

METER BOXES
& SERVICES

E —_—— - = —

-
~
7Y, 4L

— T LiJ

|
SIDEWALK
I

VARIES

AN
\—/z OF CURB & GUTTER

¢ OF STREET

¥*

-

~

METER BOXES
& SERVICES

NOTE:

STD. POSITION — UNUSUAL LOT DESIGN SITUATIONS

MAY WARRANT DIFFERENT POSITION OF WATER SERVICE.
ALTERNATE POSITIONS SHALL BE SUBMITTED TO CITY
FOR APPROVAL. CONCRETE BOX NOTE SEE W-8 & W-9.

TRAFFIC RATED METER BOX (CONC.) IN STREETS
OR DRIVEWAYS.

WATER RESOURCES DEPARTMENT
CITY OF BAKERSFIELD, CALIFORNIA

TYPICAL METER BOX LOCATION

APPROVED:

VoY Sigfeoks | W=11

MANAGER — WATER RESOURCES DEPARTMENT 7 DATE REV. 1—9-09




’DDDDD%ymmmmd
HOWATER '
SNOOOMM7 G

12”8 CAST IRON LID TO READ

*CITY OF BAKERSFIELD WATER" PAVEMENT, CONCRETE,
/16" TYPICAL OR LANDSCAPED
FINISHED GRADE
12”8 CAST IRON SUPPORT RING 5
T :

SAWCUT A.C.

PAVEMENT
#4 REBAR

2'x2’ SQUARE

CONCRETE SLAB
12°9x14 GAUGE ROLLED STEEL PIPE
[ |~ (varies v LEneTH AS NEEDED)

I
#4 REBAR — 127\, |

OR 10"@ SCHEDULE 40 PVC

¢ WATERLINE

NOTE:

FINISH CONCRETE SLAB 1/4"
BELOW A.C. PAVEMENT

PAVEMENT AREA

WATER RESOURCES DEPARTMENT
CITY OF BAKERSFIELD, CALIFORNIA

VALVE BOX DETAIL

APPROVED: w M} (// » A’d/é PLAT:AI;?._ 12

MANAGER — WATER RESOURCES DEPARTMENT 7 7 DATE REV. 9—16—14
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CALIFORNIA

WATER RESOURCES DEPARTMENT
CANAL CROSSING DETAIL

CITY OF BAKERSFIELD,

W—13
REV. 1—27-11

PLATE No.

é //5/2&/@

URCES DIVISION

APPROVED: /1

——

MANAGER — WATER RESO




15" D 1 15”

24"

. K - . .
N\ NO. 5 REBAR SET 3"
FROM TOP AND BOTTOM

1 1/2" x 3/16" STEEL STRAP/
WRAP AROUND 12" SCH. 40

STEEL PIPE WITH 2-1/2" x 6"
ANCHOR BOLTS WITH WASHERS

( g SCH. 40 STEEL PIPE

@ (SEE W-13)

]
i
+H

\
[ S .o #5 REBAR SET 3”

FROM TOP & BOTTOM

CANAL LINING 18"

WATER RESOURCES DEPARTMENT
CITY OF BAKERSFIELD, CALIFORNIA

CONCRETE SADDLE DETAIL

APPROVED: / A - ' PLATE No.
,u%', i @égéw% W—14
M NAGE_R —_ WAIE_R RESOURCES DIVISION 4 / DATE REV. 1—9—-09




EXPANDED METAL

£11/2° x 1 1/2" x 1/4"

| 4.
AZAINS R
I s S
N oo
YRR
OO

%%
KK Q)
RS

XXX

A

< >
s

7
X 000: ’C.Q‘Q: 9

SO
SO 8 5
A Yt e

"

RN ¢
XKD RN
XA RRXXAXXN

T/ ETA o

3 /2/
ALL WELDS TO BE 1/4"

CONTINUOUS FILLET WELDS

V
\

i

(%1 1/2" x 1 1/2" x 1/4"

[ /

[ ]

_‘l.

sn smAP\
Iy
é _ STERL
/ PIPE

SAFETY FENCING \3/4' DIA. GALV. ROD
STRAP, ROD AND THREADED AT EACH END
ANGLE TO BE WITH 2 HEX NUTS
PAINTED SAME

AS PIPE

WATER RESOURCES DEPARTMENT
CITY OF BAKERSFIELD, CALIFORNIA

SAFETY FENCE DETAIL

APPROVED:

f ;/ ;ﬂ:j } 6{// ?’%0/ 6 W—15

MANAGER — WATER RESOURCES DEPARTMENT 7 _DATE REV. 1—-9—09




TANK SHOULD BE OF SUBSTANTIAL CONSTRUCTION &
OF A KIND AND SIZE TO SUIT CONSUMER'S NEEDS.
TANK MAY BE SITUATED AT GROUND LEVEL (WMTH A
PUMP TO PROVIDE ADEQUATE PRESSURE HEAD) OR

BE ELEVATED ABOVE THE GROUND. —m /_F,_OAT VALVE
i WA TER
2D (1" MIN.)— /" RECEIVING TANK
7
_METER
[
WATER } t i )
MAIN INSTALL TANK AT AN TO CONSUMER'S
ELEVATION SUFFICIENT TO EQUIPMENT
OBTAIN DESIRED PRESSURE
OR INSTALL PRESSURE BOOSTER
PUMP.
METER DETAIL CUMS_WS__
ffv_“’;s& w-9 | RESPONSIBILITY

NO IN-LINE BOOSTERS AS REQUIRED BY BAKERSFIELD MUNICIPAL CODE 14.04.240D.

WATER RESOURCES DEPARTMENT
CITY OF BAKERSFIELD, CALIFORNIA

IRRG., FIRE SERV. & WATER SERV, REQUIRING BOOSTER PUMP

e éfé F el gl | W16
M

ANAGER — WATER RESOURCES DEPARTMENT [ " _DATE REV. 1—9—-09
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PLATE No.

DATE

4

7

CALIFORNIA
C )20/ 6

——

CES DEPARTMENT

WATER RESOURCES DEPARTMENT

CITY OF BAKERSFIELD,
ALTERNATE AIR GAP INSTALLATION REQUIREMENTS

MANAGER — WATER RESOUR

APPROVED:




GENERAL NOTES:

CONTRACTOR'S LICENSE.

OF BAKERSFIELD.

OUTDOOR INSTALLATION
05&Y GATES

~
p—

ITEM CONSTRUCTION NOTES:

CONCRETE THRUST BLOCK SHALL BE POURED AGAINST UNDISTURBED GROUND.
THRUST BLOCKS SHALL BE CLASS "B” CONCRETE HAVING A MINIMUM OF 5 SACKS

®

PORTLAND CEMENT (470 LBS./CY) & A MINIMUM ULTIMATE COMPRESSIVE STRENGTH OF 3000 psi.

PUSH—ON BY FLANGE TEE — NEW CONSTRUCTION OR APPROVED TAPPING SLEEVE.

FLANGE X PUSH—ON VALVE OR FLANGE X FLANGE VALVE IF INSTALLING A SPOOL.
USE C.I. ADJUSTABLE VALVE BOX WITH LOCKING LID.

PUSH ON BY FLANGE ADAPTOR OR M.J. X FLANGE ADAPTOR.

OBG OO

INSTALLATION OF “FIRE SERVICE” MAY ONLY BE MADE
BY CONTRACTORS WITH A CLASS 'A’ OR 'C-34'

BACKFLOW PREVENTION MAY BE REQUIRED BY THE CITY

HOT TAP REQUIRES A STAINLESS STEEL TAPPING SLEEVE.

FEBCO MODEL 856 IN—LINE T .
DOUBLE CHECK DETECTOR ASSEMBLY

TYPICAL HOT TAP_INSTALLA TION\\QD/

ABOVE GROUND DOUBLE DETECTOR CHECK VALVE (FEBCO MODEL 856 MIN. OR APPROVED EQUAL).
WRAP BURIED DUCTILE IRON, STEEL PIPES, & FITTINGS WITH 8 mil POLYWRAP OR APPROVED EQUAL.

WATER RESOURCES DEPARTMENT
CITY OF BAKERSFIELD, CALIFORNIA

TYPICAL FIRE SERVICE DETAIL

APPROVED: 8 ? ") ;
{ & //4/[(9/ é
MANAGER — WATER RESOURCES DEPARTMENT * 4 DATE
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18" MAX.
12" MIN.

PVC PIPE SLEEVE THROUGH FLOOR
WITH 2" MIN. ANNULAR SPACE

TYP. ALL AROUND. (NOTE: DO NOT FILL
THIS GAP WITH DIRT, AGGREGATES OR
ANY MATERIAL EXCEPT FOAM SPRAY.)

17 MIN. /—FLOOR LINE

T

BUILDING WALL\ 2_
=

G Y

i

e % 5-.'- e
P .

e E.I'_.'-é;yér:‘i.._‘.%;@;%u
@ s ||¥m%mﬁm¥ﬁﬂ

(N e B W e M e B

FIN. GRADE

UL LISTED, SINGLE PIECE
CORROSION—RESISTANT
STAINLESS STEEL RISER

FOUNDATION

COMPACTED EARTH

CONCRETE THRUST BLOCK
PER DETAIL W-2

FLOW

PIPE SLEEVE WITH
FLEXIBLE SEALED ENDS

WATER RESOURCES DEPARTMENT
CITY OF BAKERSFIELD, CALIFORNIA

UNDER FOUNDATION RISER DETAIL

APPROVED: M . ) PLATE No.
A 72 &)/ ¢ W—19
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